SZUTEST

SZUTEST Uyguniuk Degerlendirme A.S., istanbul, Tiirkiye
Onaylanms Kurulus 2195

EU CERTIFICATE
AB SERTIFIKA

according to 2014/68/EU Pressure Equipment Directive Annex Il Module A2 Internal Production Control Plus
Supervised Pressure Equipment Checks at Random Intervals
2014/68/AB Basingl Ekipmanlar Yénetmeligi EK Ill Mod(l A2 Rastgele Araliklarla Denetlenmis Basingli Ekipman
Kontrolleriyle Birlikte i¢ Uretim Kontrolii

Number:

Numara: 2195-PED- 2100401

Name and address of Manufacturer  : MIKROPOR MAKINA SANAYI VE TICARET A.S.

Uretici adi ve adresi 1. Organize Sanayi Bélgesi Blyik Selguklu Bulvari No. 4 06935,
Ankara - Tiirkiye

Product: : Refrigerated Type Air Dryer
Urin Sogutmali Tip Hava Kurutucu

Product Description: : |s stated on page 2
Uriin Tanimi Sayfa 2 belirtilmigtir.

Type/Model: : MK, MKE, MKP, MH, IC, MCY, MK_HP ,MK-DS
Tio/Mode!

Category of Equipment
Ekipman Kategorisi

Base of Certificate: : Inspection Report No.PED.502-1 dated 14.12.2020
Sertifika Dayanagi: 14.12.2020 tarihli Muayene Raporu N. PED-502-1

SZUTEST Uyguniuk Degerlendirme A S, Notified body identification number 2185, certifies hereby conformity of the said products’
properties with the essential requirements of European Parliament and the Council Directive 2014/68/AB. The internal
manufacturing checks with monitoring of the final assessment has been carried out pursuant to Annex |l — module A2 of the
Directive. An integral part of the certificate is an inspection report containing examination findings and data on approved type
identification. Validity of the certificate is conditioned by validity of normative documents stated in the Inspection Report. If the
standards related to the certified products are amended or new standards issued it is necessary to check applicability of the
certificate. The list of the relevant parts of the technical documentation is given In the inspection report.

2185 numarali Onaylanmis Kurulus, SZUTEST Uyguniuk Dederlendirme A.$, yukarida bahsi gegen driinlerinlerin, 2014/68/AB
Basingl Ekipmanlar Ydénetmeliginin temel gerekliliklerine uyguniugunu onaylar. Son Degerlendirme Izlenerek lg Uretim Kontrolleri,
Yonetmeligin Ek Il - Modul A2'ine uygun olarak gerceklestiriimistir Bu sertifikanin aynimaz parcasi olan muayene raporu, incefeme
bulgularini ve onaylanan tip tamimiamasini igerir. Sertifikanin gegerliligi, Muayene raporunda belirtilen dékimantann gegeriifigine
baghdir. Belgelendinlen drinfer ile ilgili standartlarda dizeltme yapilmasi veya yeni bir standard yayinianmasi durumiarda,
sertifikarun uygulanabilirliginin kontrolu gereklidir Teknik dokdmantasyonun ilgili pargalarinin listesi muayene raporunda verilmighr

Yayin Tarihi ;1 04.01.2021
Issue Date

Revizyon Tarihi/No:

Revision Date

Gegerlilik Tarihi : 03.01.2024
Validity Date

SZUTEST UYGUNLUK DEGERLENDIRME AS.
Tatlisu Mahallesi, Akif inan Sk. No:1 Umraniye 34774 ISTANBUL / TURKIYE

Szutest.com.tr




Production Description:

Uriin Tamim:
Working Pressure Working Fluid
Allowed Temperature/ Akigkan
Model No Izin Verilen Caligma Calisma
Basinci Sicakhgi
(Bar) (°C)

MK SERIES 16 5-60°C R134a
MKE SERIES 16 5-60°C R134a
MKP SERIES 16 5-60°C R134a
MH SERIES 16 5-104°C R134a
IC SERIES 16 5-50°C R134a
MCY SERIES 16 5-65°C R134a
MK_HP SERIES 45 5-50°C R134a
MK_DS SERIES 16 5-50°C R134a

FR.PED.32 R.01

2195-PED-2100401
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